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Tado Wiring Information Vi EgMANN

Wiring diagrams

1. Internet bridge

2. Wired - OpenTherm

3. Wireless - OpenTherm

4. Wireless - KM BUS

5. Wired -230V

6. Wireless - 230 V

7. Wireless - S-Plan

8. Wireless - Y-Plan
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Internet bridge

if no free USB jack
available

u
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Connect Internet
Bridge to router
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Tado Wiring Information VIESMANN

S
Wired
OpenTherm
Wired Setup: Vitodens 050-W
Smart Thermostat is wired directly to the boiler X9.1 OT+
’ | X9.2 OT-
20° \\ - Vitodens 100-W
O X21.1 OoT+
X21.2 OT-
Smart Thermostat
| Configuration:
D01
HCO1
; O HW v
= A= EK X
-y
R e -
Smart Thermostat
= 2
MAX 36V DC
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Tado Wiring Information

Wireless
OpenTherm

Wireless Setup:

p

Smart Thermostat installed wirelessly with receiver

Smart Tharmostat Extension Kit

iy
oy

Vi EEMAN i

Vitodens 050-W
X9.1 OT+
X9.2 OT-

Vitodens 100-W

X21.1 OT+
X22.2 OT-
Configuration:
TS

HCO1

HW v
EK v
D01

Extension Kit

O

The Extension Kit
requires a separate
230 V power supply
at N and L
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S
Wireless
KM BUS
, 1 Vitodens 200-W
Wireless Setup: X14.1
Smart Thermostat installed wirelessly with receiver X14.2
(77 (77 i
Configuration:
TS
) — HCO1 (or HCO2)
Smart Thermaostat & Extenszion Kit HW X
EK v
MAX 36V DC D37
KM Bus . .
The Extension Kit
1 2 o requires a separate
> [A ,f I-T C ,r_@;_g_;;r‘g';g 230 V power supply
3 11 - at N and L
Boiler Extension Kit
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S
Wired
230V
Wired Setup: Smart Thermostat is wired directly to the boiler Vitodens 050-W
Vitodens 100-W
o 96.L
200\ \\ 96.1
Smart Thermostat .
. J Vitodens 200-W
96.L
- 96.1
Boiler
n . .
Configuration:
B MAX 230 V RO1
AC 6 (4) A ot
NO NC COM HW X
T S8SS8S88S EK X

Smart Thermostat

l---.___,“,__.---"
Parking
Terminals
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Wireless
230V — dry contacts

s =\

Wireless Setup Smart Thermostat installed wirelessly with recsiver Vitodens 050-W
Vitodens 100-W
96.L
96.1
Smart Thermostat Extension Kit
Vitodens 200-W
96.L
Boiler 961
A
B

Configuration:
TS

Woo° NL12 3 a
“' “‘- “1 “] [Il [II - :\(/3\/01 )
EEEED M
s wju s [ | e
cm|m NE: b | (Y . RO1
MAX 230 V Extension Kit

AC 6 (4) A

Jumper Position 1
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Wireless
S-Plan

S-Plan Setups (Switched Live) Vitodens 050-W

Wireless Setup: Smart Thermostat installed wirelessly with receiver .
Vitodens 100-W

= C]\ =

Smart Thermostat Extension Kit .
. / Vitodens 200-W
Hot Wat_er Valve Heatin-;_; Valve 96.L
- 96.1
Hot Water Tank E T_‘ '
O | |BW O ||BW
Ej ’_1 Boiler
. % } | &
— Configuration:
TS
| HCO1
N L 1 2 3 4
NoL12 34 HW v
|
lrl lrll I.«!l “] [” [!] CRECE iT EK v
HEHNN
MAX 230 V Extension Kit
AC6(4)A

Jumper Position 2
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Wireless
Y-Plan

Y-Plan Setups (Switched Live)

Wireless Setup: Smart Thermostat installed wirslessly with receiver

=T~

Smart Thermostat Extension Kit
Valve
Hot Water Tank
GR|| o || w| |
| oiler

m l

& [NO ) I s'-I
[ T

N L 1 2 3 4

I

N L i iz E) ‘4 E[EE:"—I_"T:]-
o | — L S—

HW CH HW CH
OFF OFF ON ON

Extension Kit

MAX 230 V
AC 6 (4) A

Jumper Position 2

Vitodens 050-W

Vitodens 100-W
96.L
96.1

Vitodens 200-W
96.L
96.1

Configuration:
TS

HCO1

HW v
EK v
RO1
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